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MEMORANDUM

Mr. Aaron Nissen, Intermountain Power Service Corporation
Mr. Richard J. Monro, RIM Corporation
September 5, 1961

Request for Additional Information

6.

The outer air door position and the inner air door position measurements are
unclear. Please provide a drawing showing how measurements are {aken.

What is the air door and air vane position when the burners are out of service?
What is the airflow through out-of-service burners?

Could you provide more temperature data on the outer furnace register
backplates? What is the maximum temperature you have experienced? What was

the burner setup condition? Were the burners in or out of service?

Photographs of the burners and burner damage would be very helpful in our
analysis.

How many times are burners cycled in and out of service per day?

Please respond immediately. Thanks,

/ftd
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